
QF-LDC-07

                              POWER GRID COMPANY OF BANGLADESH LTD. QF-LDC-07
                           SUMMARY OF DAILY ELECTRICITY  GENERATION

May-2011 Day : Friday Date   : 13-May-11
(a) At Day Peak Hour : 3605 MW (b) At Evening Peak Hour : 4595 MW
(a) Yesterday  : 74.51 ft (b) Today: 74.50 ft             (c) Rule Curve: 79.72 ft

Producer      Instslled Capacity Derated/      Actual Generation Available Geneneration  Ev. Peak Gen.Shortfall Plants under Probable
Present On 12-May-11 On 13-May-11 for Fuel for Plants Shut down (Date) / Start up
Capacity Day Peak Ev.  Peak Day  Peak Ev.  Peak Limitation Shut down Remarks  Date

MW MW MW MW MW MW MW MW MW
PDB 2X55 110 85 35 35 35 35 45 #2(26/04/10)

PDB 4X210 840 760 540 540 540 540 190 #6(18/07/10)

QRPP 3yrs 128X0.85 100 100 103 101 100 Synchronized at 132KV

QRPP 3yrs 50X0.85 45 45 43 44 45 44 Synchronized at 33KV 

RPP 78 78 20 Wait for comissioning

SBU,PDB 3x33.33 100 96 56 57 42 57 33 #3(18/06/09)

IPP 8x15 110 110 52 50 65 50 60 M/C problem
IPP 235+125 360 360 348 350 341 350 10
IPP 3X150 450 450 450 450 421 450
RPP 100 100 86 87 18 87

QRPP 3yrs 102 102 102 101 67 101
SIPP,REB 8X2.90 22 22 19 22 22 Synchronized at 33KV

EGCB  1x210 210 150 150 6/5/2011 14/5/11
EGCB  2x120 105 105 95 100 100 100 105 GT-1(18/6/10)

QRPP 3yrs 96x1.2 100 100 54 57 55 57 43 M/C problem

QRPP 3yrs 100X0.5 50 50 12 15 15 40 Synchronized at 33KV

SIPP,REB 150 150 85 95 94 95 Synchronized at 33KV

PDB 1X 105 105 105 75 90 75 30
3137 2968 2100 2179 1913 2178 40 666

PDB 2x210 420 360 360 #1(3/10/10) , #2 (26/3/11) #1-15/5/11
PDB 2X40+3X50 230 230 56 56 50 #3(1/12/10) #3 Dec'11   
PDB 1X60 60 40 39 40 12/5/2011 14/5/11
PDB 1x150 150 150 141 150 150 150

RPP 3yrs 4X12.5+2X11.9+1X3+1X1.5 55 55 25 30 40 30 M/C problem
SIPP,PDB 8X2.90 22 22 20 19 19 19 Synchronized at 33KV

33 33 6 23 23 Synchronized at 33KV

970 890 192 317 209 278 450
APSCL  2x64 128 128 64 64 64 64 64 #1(9/11/10)
APSCL 3x150 450 385 245 245 245 245 140 #4(11/9/10) #4-11/9/11
APSCL 2x56+34 146 98 91 91 91 91
APSCL 50 50 50 50 50

RPP 3yrs 15x4 55 55 49 48 51 48
QRPP 3yrs 70 70 67 70 70
SIPP,PDB 8X2.90 22 22 22 22 22 22 Synchronized at 33KV
SIPP,REB 4X2.90 11 11 5 8 8 8 Synchronized at 33KV
SIPP,PDB 4X8.73 33 33 23 24 24 24 Synchronized at 33KV
SIPP,REB 21 21 12 12 12 12 Synchronized at 33KV

986 873 628 634 517 634 204
IPP 4X35+1x70 210 210 92 141 130 141 69

SIPP,PDB 8X2.90 22 22 20 22 18 22 Synchronized at 33KV

232 232 112 163 148 163 69
PDB 2x32+1x33 97 91 86 74 46 74
PDB 2x35+1x35 105 105 33 33 33 On test

RPP 15yrs 19X2.90 51 51 42 50 10 50
SIPP,REB 4X2.90 11 11 11 11 11 Synchronized at 33KV

PDB 2X15+2X35 100 89 77 80 70 80
RPP 15yrs 32X2.90 86 86 89 88 50 86
RPP 3yrs 27X2.0 50 50 42 44 10 44

PDB 1X20 20 20 20 20 Synchronized at 33KV
RPP 3yrs 50 50 32 46 31 46
RPP 15yrs 6X1.95 10 10 6 5 7 5 Synchronized at 33KV

580 563 418 451 224 449
PDB 3X20 60 54 46 46

RPP 3yrs 12X8.5+2X6+2X13 110 105 50 75 35 75 30 M/C problem

PDB 1X110 110 60 54 56 55 56 M/C problem

PDB 1X60 60 35 18 35 12/5/2011 15/5/11
IPP 19x6.5 110 106 102 96 108 96

115 115 97 81 On test
40 40 Wait for comissioning

RPP 3yrs 50X0.80 40 40 40 40 40
QRPP 3yrs 71X0.85 55 53 57 54 54 Synchronized at 33KV 

700 608 400 466 198 367 65
PDB 2X1.4+2X1.35 5 3 1.5 1
PDB 2X20 40 32 12 12

RPP 3yrs 1X34.50 33 33 10 29 20 29
78 68 10 42.5 20 42

SBU,PDB 1X71 71 71 67 68 68 68
SBU,PDB 1X100 100 100 103 70 100

IPP   2X45 90 74 37 23 37 45 #1(10/5/11) #1(25/5/11)
RPP 15yrs 6X4 21 21 20 21 22 21 Synchronized at 33KV
RPP 3yrs 20 20 2 3 3 3
SIPP,REB 4X2.90 11 11 6 8 6 8 Synchronized at 33KV

313 297 95 240 192 237 45
93

PDB 2x125 250 220 96 93 184 178
PDB 1X20 20 20 11 11
PDB 1X20 20 19 20 20

RPP 3yrs 20X1.5+21X1.1 50 50 37 38 38 M/C problem
340 309 133 162 184 247

7336 6808 4088 4654.5 3605 4595 109 1430
e & Transmission los 3584 4081 3161 4029

Thursday
4654.5 MW     at 20:00 hrs 11  Evening Peak Hour                                                  : 20:00 hrs.
3182.0 MW     at 6:00 hrs 12  Max. Demand  (Generation end) at evening peak hour : 5200 MW 
4088.0 MW     at 12:00 hrs 13  Max. Demand (Substation end) at evening peak hour  : 4081 MW 
4654.5 MW     at 20:00 hrs 14  Load Shed  (Substation end) at evening peak hour      : 478 MW 
98.87 MKWHr   15. Area wise  Demand ( S/S end), Supply( S/S end)  & 16  Hourly Load Shed during

By Oil: 14.01  MKWHr      Load Shed (S/S end) at Evening peak hour in MW :       Evening  Peak hours :
By Hydro: 0.26  MKWHr Area Demand Supply Loadshed (Duration)    Time Loadshed

109 MW Dhaka 1950 1722 228 18:30-03:26 Hour MW
74 MW Chittagong 475 414 61 18:30-03:25 18:00

n: 1430 MW Khulna 545 494 51 18:30-03:25 18:30 420
MMCFD Rajshahi 495 450 45 18:30-03:25 19:00 475
58862772 ii) Oil (PDB):  Taka 12766219 Comilla 255 218 37 18:30-03:17 19:30 492

Total Taka 71628991 Mymensing 250 227 23 18:30-00:00 20:00 478
i) Energy 9.961 MKWHr. Sylhet 270 262 8 18:30-00:00 21:00 424

470 MW   at 20:00 hrs Barisal 104 98 6 18:30-03:25 22:00 409
610 MW   at 1:00 hrs Rangpur 215 196 19 18:30-03:25

34°C Total 4559 4081 478
  Friday

5250 MW       6  Total Load Shed forecast (Substation end) : 574 MW
4595 MW      7  Area wise Load Shed forecast (Substation end) :
655 MW     Dhaka Chittagong Khulna Rajshahi Comilla Mymensing Sylhet Barisal Rangpur 
99 MKWHr MW MW MW MW MW MW MW MW MW

3605 MW  at 9:00 206 87 75 65 51 39 15 36


