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Present Peak Hour Energy
Name of Power Station Unit Producer Generation Generation Generated
Capacity
MW MW KWHr
1 PDB 48 40 885000
Ghorasal Power Station 2 PDB 30 0 Under S/D since 26/04/10.
3 PDB 180 0 0
4 PDB 180 170 4042710
5 PDB 190 190 4378500
6 PDB 190 0 0|Tripped on 18/07/10.
Ghorashal 100MW QRPP 128x0.85 QRPP 3yrs 100 0 0
Ghorashal 45SMW QRPP 50x0.85 QRPP 3yrs 45 46 1078150
Ghorashal 78 MW MAX 4x19.6 RPP 78 79 1800000
GT-1 SBU, PDB 20 20
Haripur SBU GT-2 SBU, PDB 20 20 965500
GT-3 SBU, PDB 20 0 Under maint. since 18/06/09
Haripur NEPC 7x155 IPP 110 95 2228300
Haripur Power Ltd CCPP IPP 360 281 6706000|Gas pressure low
Meghnaghat Power Ltd CCPP IPP 450 452 10547000
Meghnaghat IEL 12x8.9 100 100 100 2306880
Madanganj 6x17.08 QRPP 3yrs 100 94 2084160
Keraniganj RPP 100 67 1544640|M/C problem
Narsingdi (REB) 8x2.9 SIPP, REB 22 19 388044[Synchronized at 33KV
Siddhirgonj Power Station 210MW PDB 150 105 2526300[M/C problem
GT1& GT-2 EGCB 210 0 322000|Gas pressure low
Siddhirgonj 96x1.2 QRPP 3yrs 96 0 903360,
Dutch-Bangla 100 MW 12x8.9 RPP 100 101 1853760
DPA Power QRPP 100x0.5 QRPP 3yrs 50 49 1173980|Synchronized at 33KV
Summit Power Ltd (Dhaka) SIPP, REB 146 77 2189455|Synchronized at 33KV
Gazipur RPCL 6x8.9 IPP 52 52 702720
Tongi Power Station 1 PDB 105 0 178909|Gas pressure low
Dhaka Area Total 3252 2057 48805368
Chitagong Power Station 1 PDB 180 0 0
2 PDB 180 0 0]#2 under S/D since 8/8/12
Raozan 25 MW PDB 0 0|On test
1 PDB 30 0
2 PDB 40 24 1475000
Karnafuli Hydro Power Stati 3 PDB 50 40
4 PDB 50 40 767000
5 PDB 50 48
Shikalbaha Power station Steam PDB 40 0 0[Under S/D since 6/2/13
GT PDB 150 50 1453909|Gas pressure low
Hathazari 11x8.9 PDB 100 97 714103
Dohazari 6x17 PDB 100 102 1034681
Juldah 8x13.45 RPP 100 105 2466360
Shikalbaha RPP 4x12.5+2x11.9+1x3 | RPP 3yrs 53 26 258720[M/C problem
Barabkunda RPP 8x2.90 SIPP, PDB 22 12 269280 Synchronized at 33KV
Malancha, Ctg EPZ 5 282720|Synchronized at 33KV
Chittagong Area Total 1145 549 8721773
1 APSCL 55 0 Under S/D since (14/1/13)
2 APSCL 55 0 972516
Ashugonj Power Station 3 APSCL 140 142 3410670,
4 APSCL 150 150 3552305
5 APSCL 140 140 3125616
GT-1 APSCL 35 0 1490442
GT-2 APSCL 40 0
ST. APSCL 16 0
Ashuganj-50 MW 16x3.35 APSCL 51 21 722219
Ashugonj RPP 15x4 RPP 3yrs 55 42 645600
Ashuganj Aggekko 82x1.1 RPP 80 69 1017170,
Ashuganj United Power 14x4 RPP 53 49 976000,
Brahmanbaria 72x1 QRPP 3yrs 70 71 1690000
Daudkandi 50 MW 6x8.92 PDB 52 50 288984
Chandpur CCPP 1x106+1x57 PDB 163 155 3467550
Feni SIPP 8 X294 SIPP, PDB 22 19 447804|Synchronized at 33KV
Feni (Mohipal) 4x2.9 SIPP, REB 11 8 206100[Synchronized at 33KV
Jangalia RPP 4x8.73 SIPP, PDB 33 32 782900|Synchronized at 33KV
Comilla Summit Power SIPP, REB 25 20 500870[Synchronized at 33KV
Comilla Area Total 1246 968 23296746
RPCL, Mymensingh CCPP GT1-4 IPP 197 137 3322000|Gas pressure low
Tangail SIPP 8 x 2.50 SIPP,PDB 22 22 516132|Synchronized at 33KV
Mymensing Area Total 219 159 3838132
Fenchugonj Comb. Cycle GT-1,2 & St PDB 90 46 986000[M/C problem
GT-3,4& St PDB 104 63 1475400{M/C problem
Fenchugonj RPP (51 MW) 2.9X19 RPP 15yrs 51 48 1109170
Fenchuganj Prima 50 MW 12x3.3+5x2 RPP 44 42 984000
Hobiganj (REB) (11MW) 4x2.9 SIPP, REB 11 7 164928[Synchronized at 33KV
Shahjibazar Power Station 5,6 PDB 0 0 0
8,9 PDB 66 61 1247000
Shahjibazar P. co (SPCL) 32X2.88 RPP 15yrs 86 83 2003520
Shahjibazar RPP 1.85X27 RPP 15yrs 50 39 955800
Sylhet 150 MW 1x100+1x50 PDB 142 0 0
Sylhet Power Station GT PDB 20 0 56000(M/C problem
Sylhet 50 MW RPP 27 x1.95 RPP 3yrs 50 43 1034580
Sylhet 11 MW RPP 6x1.95 RPP 15yrs 10 6 196020|Synchronized at 33KV
Sylhet Area Total 724 438 10212418
GT-1 PDB 16 16
Bheramara Power Station GT-2 PDB 14 14 182500
GT-3 PDB 16 0
a 110 MW 12x8.5+2x6+2x13 RPP 3yrs 105 0 12030(M/C problem
Khulna Power Station 110MW PDB 55 0 0[Under S/D Since 21/6/12
60MW PDB 30 0 0|Under S/D Since 24/1/12
Khulna Power Co Ltd. 19x6.5 IPP 110 90 2133900
KPCL Khulna.(New) 7x17 IPP 115 116 2562240
Faridpur 8x6.89 PDB 54 30 482400
Gopalganj 110 MW 16x6.98 PDB 109 74 746571
Noapara (105 MW),Quantam 9.9%5+9.5x6+9.2x2 RPP 101 11 149720[M/C problem
Noapara (40 MW) KZA 5x8 RPP 40 40 970875[Synchronized at 33KV
Khulna RPP 40MW 50X0.80 RPP 3yrs 40 43 267105|Synchronized at 33KV
Khulna RPP 55MW 71X0.85 QRPP 3yrs 55 57.0 342290|Synchronized at 33KV
Khulna Area Total 860 491 7849631
Barisal Diesel PDB 0 0 0
Bhola Diesel PDB 0 0 0
Barisal Power Station GT-1 PDB 16 15
GT-2 PDB 16 0 88158
Bhola RPP 34.5 RPP 3yrs 33 31 416702|Synchronized at 33KV
Barisal Area Total 65 46 504860
Baghabari Power Station 71 MW SBU, PDB 71 69 1585000
100 MW SBU, PDB 100 75 1638000,
Baghabari 50 MW 6x8.9 PDB 52 50 719406
Baghabari West Mont (WMP| GT1&2 PP 70 24 576433|#1 Under S/D since 1/5/12
Bera 70 MW 9x8.29 PDB 71 62 708161
Amnura 50 MW 7xX7.79 RPP 50 54 564520
Katakhali NPS 50 MW RPP 50 50 570620
Rajshahi PPP 50 MW PDB 37 237583(On test
Sirajganj 150 MW 1x150 NWPGCL 150 148 3454000(On test
Santahar 50 MW PDB 48 259200|On test
Bogra RPP 6x4 RPP 15yrs 22 21 487000
Bogra prima 5x3.3+5x2 RPP 3yrs 20 14 304000{M/C problem
Ullapara Summit 4 X 2.90 SIPP, REB 11 11 243580|Synchronized at 33KV
Rajshahi Area Total 667 663 11347503
Barapukuria power station ST1&2 PDB 200 198 4375854
Rangpur Power Station GT PDB 20 0 0[M/C problem
Saidpur Power Station GT PDB 20 18 106000
Thakurgaon Rental 20x1.5+21x1.1 | RPP 3yrs 47 40.0 276170,
Rangpur Area Total 287 256 4758024
Public Sector Total 4741 2628 55640480
Private Sector Total 3724 2999 63693975
Eastern Grid Total 6586 4171 94874437
Western Grid Total 1879 1456 24460018
National Grid Total 8465 5627 119334455




