
                                                                 POWER GRID COMPANY OF BANGLADESH LTD.
                                                                 NATIONAL LOAD  DESPATCH  CENTER

                                                              DAILY   REPORT
Reporting Date : 14-May-23

Till  now  the  maximum  generation is : -     15648.0 21:00 Hrs          on 19-Apr-23
The  Summary  of  Yesterday's 13-May-23 Generation & Demand Today's Actual Min Gen. & Probable Gen. & Demand
Day Peak Generation         : 10749.0 MW                                                    Hour : 12:00 Min. Gen.   at 8:00 9616
Evening Peak Generation   : 12349.0 MW                                                    Hour : 21:00 Available Max Generation             : 12563
E.P. Demand (at gen end)  : 14400.0 MW                                                    Hour : 21:00 Max Demand (Evening)  : 12500
Maximum  Generation        : 12349.0 MW                                                    Hour : 21:00 Reserve(Generation end) 63
Total Gen. (MKWH)           : 264.9 System Load Factor          : 89.38% Load Shed                     : 0

EXPORT / IMPORT  THROUGH  EAST-WEST  INTERCONNECTOR
Export from East grid to West grid :-  Maximum 290 MW         at 22:00 Energy
Import from West grid to East grid :-  Maximum                        - MW         at   - Energy                -

      Water Level of Kaptai Lake at 6:00 A M on 14-May-23
Actual  : 73.92   Ft.(MSL) ,  Rule  curve  : 79.53    Ft.( MSL ) 

Gas Consumed :  Total = 878.64 MMCFD. Oil Consumed  (PDB) :
HSD    :
FO      :

Cost of the Consumed Fuel (PDB+Pvt) :         Gas     : Tk135,730,399
:                    Coal    : Tk317,389,350  Oil        : Tk894,406,558 Total   : Tk1,347,526,307

Load Shedding & Other Information

 Area              Yesterday Today
    Estimated Demand (S/S end) Estimated Shedding (S/S end)   Rates of Shedding

MW MW MW (On Estimated Demand)
Dhaka 850 0:00 4211 0 0%
Chittagong Area 51 0:00 1155 0 0%
Khulna Area 64 0:00 1617   0 0%
Rajshahi Area 190 0:00 1405 0 0%
Cumilla Area 300 0:00 1156 0 0%
Mymensingh Area 190 0:00 860 0 0%
Sylhet Area 119 0:00 482 0 0%
Barisal Area 0 0:00 402 0 0%
Rangpur Area 195 0:00 785 0 0%
Total    1959 12073 0

         Information of the Generating Units under shut down.

                                Planned Shut- Down                                  Forced  Shut- Down
1) Barapukuria ST: Unit- 2    
2) Ghorasal-3,7
3) Bhula Nuton Biddut
4) Baghabari-71,100 MW
5) Raozan unit-2
6) Siddhirganj 210 MW .
7) Shajibazar 330 MW
8) Sirajganj- 2

 
Outage Restore                            Additional Information of Machines, lines, Interruption / Forced Load shed etc.                                 Remark

Time Time
8:15 13:56 Bheramara 230/132kV S/S Transformer-2 HT Scheduled S/D Due to fire Extinguishing Water pipe maintenance.
8:15 13:58 Bheramara 230/132kV S/S Transformer-2 LT Scheduled S/D Due to fire Extinguishing Water pipe maintenance.
9:08 15:22 Chhatak 132/33kV S/S T-2 LT Scheduled S/D Due to DS Change of SPPM 33kv feeder. 5.0MW load interrup.
9:10 15:21 Chhatak 132/33kV S/S T-2 HT Scheduled S/D Due to 33 kv SPPM Feeder DS Change. 5.0MW load interrup.
9:31 11:45 Manikganj 132/33kV S/S 132/33 kV Transformer GT-2(35/50 MVA) LT Scheduled S/D Due to Red Hot Remove & various nut bolt tightning .
9:40 9:55 Sreemongol 132/33kV S/S 132/33kv T-3 LT Forced S/D Due to Tr-3 33kV Breaker SF6 Gass refill work.
9:40 9:55 Sreemongol 132/33kV S/S 132/33kv T-3 HT Forced S/D Due to Tr-3 33kV Breaker SF6 Gass refill work.

10:08 17:45 Shahjibazar 132/33kV S/S TR-04 LT Scheduled S/D Due to TR-04,33 kv Bus maintenance by BPDB. 40.0MW load interrup.
10:10 17:42 Shahjibazar 132/33kV S/S TR-04 HT Scheduled S/D Due to None.
10:18 13:12 Barishal 230/132kV S/S 230kV BUS Project Work S/D Due to Connecting 230kv BUS-1 to GIS Bay.
10:40 - Sholoshohor 132/33 kV T-2 was shutdown due to auxiliary transformer maintenance.
10:40 1:40 Sholoshohor 132/33kV T-2 was shutdown due to auxiliary transformer maintenance.
10:50 - Sholosohor 132/33kV S/S TRAFO-01 HT Forced S/D Due to auxliary transformer -2 fuse maintenance.
12:12 13:46 Manikganj 132/33kV S/S 132/33 kV Transformer GT-4 (50/75 MVA) LT Scheduled S/D Due to Red Hot Remove & various nut bolt tightning.

- 13:12 Barishal 230/132kV S/S 230kV BUS is restored.
- 13:41 Joypurhat 132/33kV S/S Transformer T-4 (437 T) HT is restored.

14:18 19:11 Joydebpur 132/33kV S/S GT-2 HT Forced S/D Due to GT-2 Fault. 50.0MW load interrup.
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