
                                                                 POWER GRID COMPANY OF BANGLADESH LTD.
                                                                 NATIONAL LOAD  DESPATCH  CENTER

                                                              DAILY   REPORT
Reporting Date : 18-Jan-24

Till  now  the  maximum  generation is : -     15648.0 21:00 Hrs          on 19-Apr-23
The  Summary  of  Yesterday's 17-Jan-24 Generation & Demand Today's Actual Min Gen. & Probable Gen. & Demand
Day Peak Generation         : 9843.0 MW                                                    Hour : 12:00 Min. Gen.   at 5:00 6736
Evening Peak Generation   : 10515.0 MW                                                    Hour : 19:30 Available Max Generation             : 11822
E.P. Demand (at gen end)  : 10515.0 MW                                                    Hour : 19:30 Max Demand (Evening)  : 10700
Maximum  Generation        : 10515.0 MW                                                    Hour : 19:30 Reserve(Generation end) 1122
Total Gen. (MKWH)           : 214.661 System Load Factor          : 85.06% Load Shed                     : 0

EXPORT / IMPORT  THROUGH  EAST-WEST  INTERCONNECTOR
Export from East grid to West grid :-  Maximum 380 MW         at 7:00 Energy
Import from West grid to East grid :-  Maximum                        - MW         at   - Energy                -

      Water Level of Kaptai Lake at 6:00 A M on 18-Jan-24
Actual  : 90.23   Ft.(MSL) ,  Rule  curve  : 99.77    Ft.( MSL ) 

Gas Consumed :  Total = 785.94 MMCFD. Oil Consumed  (PDB) :
HSD    :
FO      :

Cost of the Consumed Fuel (PDB+Pvt) :         Gas     : Tk257,167,865
:                    Coal    : Tk403,615,841  Oil        : Tk322,126,621 Total   : Tk982,910,328

Load Shedding & Other Information

 Area              Yesterday Today
    Estimated Demand (S/S end) Estimated Shedding (S/S end)   Rates of Shedding

MW MW MW (On Estimated Demand)
Dhaka 0 0:00 3597 0 0%
Chittagong Area 0 0:00 982 0 0%
Khulna Area 0 0:00 1374   0 0%
Rajshahi Area 0 0:00 1193 0 0%
Cumilla Area 0 0:00 982 0 0%
Mymensingh Area 0 0:00 730 0 0%
Sylhet Area 0 0:00 410 0 0%
Barisal Area 0 0:00 341 0 0%
Rangpur Area 0 0:00 667 0 0%
Total    0 10276 0

         Information of the Generating Units under shut down.

                                Planned Shut- Down                                  Forced  Shut- Down
1) Barapukuria ST: Unit- 1,2    
2) Ghorasal-3,7
3) Shajibazar 330 MW
4) Baghabari-71,100 MW
5) Raozan unit-2
6) Siddhirganj 210 MW .

 

Outage Restore                            Additional Information of Machines, lines, Interruption / Forced Load shed etc.                                 Remark
Time Time

08:18 17:22 Dhamrai-Kaliakoir 132 kV Ckt-2 Scheduled S/D from Dhamrai 132/33kV end Due to Due to annual maintenance.  
08:23 15:34 Magura-Narail   132kV Ckt-2 Scheduled S/D from Magura end Due to Annual maintenance work
08:23 Khulshi-Madunaghat  132kV Ckt-2 Scheduled S/D from Khulshi end Due to Annual maintenance and dead line checking.  
08:30 20:33 Rampura 230/132kV S/S 230kV Busbar-2 Project Work S/D Due to New Auto TX-04 (300/450MVA) related project 
08:32 17:19 Dhamrai 132/33kV S/S Transformer-2 LT Scheduled S/D Due to Due to annual maintenance  
08:36 15:03 Chattak-Sylhet 132 kV Ckt-2 Scheduled S/D from Sylhet  end Due to Annual Maintenance Purpose.  
08:39 15:43 Chandraghona-Kaptai 132 kV Ckt-1 Scheduled S/D from Chandraghona 132/33kV end Due to Annual maintenance  
08:45 Bogura 400/230 kV T-3 & associated bays [Tube bus installation work ]  
08:56 16:58 HVDC Bheramera-Jhenaidah   230kV Ckt-2 Scheduled S/D from BIPTC end Due to Annual maintenance  
08:58 16:37 Barishal-Bhola 230 kV Ckt-1 Scheduled S/D from Barishal 230/132kV end Due to Date Line checking  
09:02 16:32 Gopalganj-Madhumati   132kV Ckt-1 Scheduled S/D from Gopalganj 132/33kV end Due to Annual maintenance  
09:03 Ashuganj-Ashuganj south-2 was schedule sd  
09:04 Sikalbaha 132kv bus-B and ecpv line was schedule sd  
09:09 16:36 Baroirhat-Hathazari 132 kV Ckt-1 Scheduled S/D from Baroirhat 132/33kV end Due to Annual maintenance work  
09:17 16:04 Brahmanbaria-Narsinghdi 132 kV Ckt-2 Scheduled S/D from Brahmanbaria 132/33kV end Due to Annual Maintenance  
09:18 10:56 Agargaon Bhasantek 132kV Ckt-2 Scheduled S/D from Cantonment 132/33kV end Due to For Annual Maintenance  
09:25 11:45 Agargaon 230/132kV S/S Auxiliary Tr-2 LT Scheduled S/D Due to Relay Test By SPMD  
09:26 11:44 Agargaon 230/132kV S/S 230kV Transformer-2 ( 715T2) LT  S/D Due to Relay Test By SPMD 
09:26 Cumilla(N)-Meghnaghat 230 kV Ckt-1 Scheduled S/D from Cumilla(N) 230/132/33kV end Due to Annual Maintenance.  
09:26 13:05 Siddhirganj 132/33kV S/S 132kV MTR 1 Scheduled S/D Due to Annual maintenance  
09:27 16:28 Kallyanpur 132/33kV S/S GT-2 (132kV) HT Scheduled S/D Due to Ten delta test. 
09:30 17:38 Madanganj 132/33kV S/S Madanganj -Summit 102 MW 132 kv Ckt S/D Due to Annual Maintenance at Summit PP end  
09:35 17:33 Gopalganj 400/132kV S/S 400kV Aminbazar Ckt-2 Project Work 
09:43 16:10 Rajbari 132/33kV S/S Bheramara-1 Scheduled S/D 
09:44 16:12 Bheramara P/S-Faridpur 132 kV Ckt-1 Scheduled S/D from Bheramara 230/132kV end Due to A/M 
09:50 16:17 Rajshahi 230/132/33kV S/S 132/33 kV T-01 (406T) LT Scheduled S/D Due to Nesco Project Work  
09:50 16:55 Kishoreganj-Mymensingh  132kV Ckt-2 Scheduled S/D from Kishoreganj 132/33kV end Due to Annual maintenance work  
09:52 17:08 Mirpur-Uttara  3PH  132kV Ckt-1 Scheduled S/D from Mirpur 132/33kV end Due to Applied SD For AM Work. 
10:02 14:35 Fenchuganj-Fenchuganj 132 kV Ckt-1 Scheduled S/D from Fenchuganj 230/132/33kV end Due to Relay test  
10:35 16:56 Mirpur 132/33kV S/S Main Bus Scheduled S/D Due to Applied SD for AM Work.  
10:55 20:22 Aminbazar-Meghnaghat 230kV Ckt-2 Scheduled S/D from Aminbazar 400/230/132kV end Due to Annual Maintenance  
11:06 13:17 Cantonment 132/33kV S/S Transformer-2 (T-2) LT Scheduled S/D Due to For Annual maintenance(Functional Test by SPMD)  
11:21 14:58 Ashuganj 230/132/33kV S/S TR-OAT-11 LT Project Work S/D Due to GIS project work  
11:27 18:24  BIPTC S/S 20DF11 Tripped showing 50BFTC1 and TC2 energized relays Due to C1 Unbalance 60/61 CPR04 Trip  
11:36 12:32 Aminbazar 400/230/132kV S/S 230/132kv Tr-03 LT Forced S/D Due to Trip  
11:52  Faridpur GIS S/S- Gopalgonj(N) 230kv ckt-1 S/D from Faridpur S/S Due to SCADA Work at Faridpur GIS S/D  
12:12 15:03 Agargaon-Satmasjid 132kV Ckt-2 Scheduled S/D from Agargaon 230/132kV end Due to Relay test by SPMD-2  
12:38 Ashuganj-Modular ckt. was sd.SD taken by Ashuganj  
12:44 14:10 Kabirpur-Kaliakoir  132kV Ckt-1 Forced S/D from Kabirpur 132/33kV end Due to Removing rope from 132kV Kaliakair ckt-1  
12:38 Ashuganj-Modular ckt. was sd.SD taken by Ashuganj  
12:44 14:10 Kabirpur-Kaliakoir  132kV Ckt-1 Forced S/D from Kabirpur end Due to Removing rope from 132kV Kaliakair ckt-1  
12:55 16:56 Fenchuganj 230/132/33kV S/S TR-01 HT Scheduled S/D Due to Tan Delta test  
13:08 14:53 Aminbazar 400/230/132kV S/S ATR-03 HT Forced S/D Due to Trip
13:34 Ashuganj-Modular ckt. was switched on  
13:36 18:24 BIPTC S/S 20DF11 Forced S/D Due to Corrective maintenance due to trip  
14:10 Faridpur-Gopalgang 230 kv Ckt-1 is Charged from faridpur End  
14:39 16:52 Fenchuganj-Fenchuganj 132 kV Ckt-2 Scheduled S/D from Fenchuganj 230/132/33kV end Due to Spmd work  
15:04 15:52 Ashuganj 230/132/33kV S/S TR-OAT-12 LT Forced S/D Due to HT side Y-phase bushing red-hot problem  
15:21 15:31 Kodda 132/33kV S/S Tr-5 (446T) LT Scheduled S/D Due to Telecommunication work  

15:35 Ashuganj-Ashuganj S 230 kV Ckt-2 is restored. 
15:41 17:15 Agrabad-Rampur 132kV Ckt-2 Scheduled S/D from Agrabad 132/33kV end Due to Replacing Energy meter   
16:04 Ashuganj 230/132/33kV S/S TR-OAT-11 LT Project Work S/D Due to GIS project work  
16:23 Faridpur-Gopalgang 230 kv Ckt-2 is Charged from faridpur end  
16:42 17:15 Rampur 230/132/33 S/S Agrabad-2 Scheduled S/D Due to The demand of agrabad grid  

16:58 HVDC Bheramera-Jhenaidah   230kV Ckt-2 is restored.  
17:00 17:00 Khulshi-Madunaghat  132kV Ckt-2  S/D from Khulshi end Due to LILO work the line in Sholoshaher S/S by 400kV GNDP.  

17:09 Maniknagar-Siddhirganj 230kV Ckt-1 is restored.  
17:21 Dhamrai-Kaliakoir 132 kV Ckt-1 is restored. 

17:42 20:56 Bhangabhaban 132/11 KV GT-1 was SD due to 11 KV cable box problem.  
17:42 Baghabari-Sirajganj 230 kV Ckt-2 is restored. 

01:50 02:01 Meghnaghat-Shyampur  230kV Ckt-1 Tripped from Meghnaghat 230/132kV end showing Distance relay .  
02:15 Meghnaghat-Shyampur  230kV Ckt-1 Tripped from Meghnaghat 230/132kV end showing Distance relay  
05:17 05:50 Bhulta-Ghorasal 230 kV Ckt-1 Tripped from Bhulta 400/230kV end showing Distance Relay .  
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